Field Calibration Check Procedure
Minneapolis Duct Blaster System (with DG-700)

The following procedure uses a Duct Blaster FieddilZation Plate to perform a field calibration
check on your Series B Minneapolis Duct Blastert&ys(with DG-700 gauge). The field
calibration plate is designed to simulate a duskadge test with a leakage rate of 106 CFM @ 25
Pascals.

1. Set up the Duct Blaster fan for depressurizatesting, withRing 3 installed:

- Install the white foam flow
conditioner inside the round transitio
piece (this must always be installed
when depressurization testing).

- The round transition piece (with
attached flex duct) should be
connected to the inlet side of the Du
Blaster fan (using the fan connecting
trim), with Ring 3 installed between
the round transition piece and the faj
inlet. Be sure the connecting trim is
securely fastened all the way around the inletgiéaof the Duct Blaster fan.

- Be sure the nozzle on Ring 3 is pointing towardfgmemotor.

2. Connect the Duct Blaster speed controller to tine dad
plug the speed controller into a power outlet betroller
should be turned off).

3. Install the square transition piece into the opah & the
flex duct. Tightly secure the square transitiorcpieo the
flex duct using the velcro strap on the end offtée duct.
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4. Fully extend the flex duct away from the fan. Beesthne flex
duct is straight, completely extended, and theeenarkinks or
bends in the flex.

5. Tape the field calibration plate to the end of¢heare transition piece:

- Line up the outside edge of the —
calibration plate with the outside edge of
the square transition piece.

- Orient the calibration plate so that the
label side of the plate (textured surface)
facing out and the smooth side is facing
toward the inside of the flex duct.

- Tape the calibration plate to the square
transition piece along the entire seam.

- Make sure there are no obstructions in
front of the calibration plate.

6. Connect tubing to the DG-700 gauge:

- Connect a piece of tubing from the
pressure tap on the calibration plate to
the Channel A Input tap.
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- Connect a ¥ piece of tubing from the
brass tap on the Duct Blaster fan to thg
Channel B Input tap.

- Connect a 3rd piece of tubing from thie
plastic tap on the round transition
piece to the Channel B Reference tap.

7. Turn on the DG-700 gauge and enter the corredhgstt

Turn on the gauge by pressing tbR/OFF button. ON/
OFF

- Push theMODE button_3 timego place the gauge in tiRR/ FL @25
mode PR/ FL @25should be displayed in the MODE window). MODE

Press th®EVICE button 4 timedo select the Series B Duct Blaster fan|
(DB B should be displayed in the DEVICE window). BEVISE

Press th€ ONFIG button_3 timego select Ring 3 as the current
configuration C3 should be displayed in the CONFIG window).

CONFIG

DEVICE CONFIG

TIME AVG

- Make sure the DG-700 is located away from thelaw that will be exiting the Duct
Blaster fan.
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8. Turn on the Duct Blaster fan and take a flow regdiom the field calibration plate:

- Turn on the Duct Blaster fan by slowing turning
the knob on the fan controller clockwise.

- Adjust the fan until the pressure displayed on
Channel Ais 25 Pa (between 24.5 Pa and 25(5
Pa is acceptable).

- Once the fan speed is adjusted appropriately, set
the DG-700 gauge to take 10 second average
readings. This done by pressing T®E
AV G button twice 10 should be displayed in
the TIME AVG window).

- After 10 seconds, read the flow value displayed
on Channel B and write it down on a recording form (a samplerfas located at the
end of this document). In the photo to the righé, tiow reading is 105 CFM.

9. Determine if flow reading is within the acceptald@ge:

- If the flow reading is between 103 and 109 CFM (@/l@hannel A is between 24.5
and 25.5 Pa), the Duct Blaster System (fan ande)quassethe field calibration
check. No additional calibration of the Systemegded at this time.

- If the flow reading is lesthan 103 CFM, or greaténan 109 CFM, then the Duct
Blaster System failthe field calibration check, and the operator sthaonsult the
Troubleshooting Guide below.

Troubleshooting Guide (Duct Blaster System has fad the field calibration check).

a) Make sure the tubing connections are correct (eee 6 above).

b) Check tubing for leaks or blocked or pinched tubiRgplace pinched or leaky tubing.

c) Make sure you have correctly installed Ring 3 anBuct Blaster fan in the
depressurization mode (see Item 1 above).

d) Make sure you have the correct settings enteredlvet DG-700 (see Item 7 above). Also
be sure that air flow from the Duct Blaster famag blowing on the DG-700 gauge.

e) Make sure the flex duct is straight and fully exted (see Item 4 above).

f) Make sure there are no obstructions in front ofcération plate.

g) If the flow reading is high (greater than 109 CFkheck for leaks in the flex duct. Seal
flex duct leaks if found, or replace flex duct.

Repeat the field calibration check. If the Duct®& System still fails, send the Duct Blaster
System (including the DG-700 gauge) to The Energggervatory for repairs and/or calibration
adjustment. Please include a letter indicatingflthe value measured during your field
calibration check, as well as billing, shipping amhtact information.
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Field Calibration Check Form

Series B Minneapolis Duct Blaster (with DG-700 Gaug)

Company:

Gauge Serial #

Duct Blaster Fan Serial #

tlEeectory Calibration Date

Date of Field Duct Pressure | Calibration Plate Is Flow within
Calibration Technician Reading Flow Reading Acceptable Range
Check (Channel A) (Channel B) (103-109)?
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
Yes No
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